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Building Code Coordination: Examples of Sprinkler, Heat and Smoke Detector Locations for full-size
(2000 Ibs. and greater rated load) passenger and freight elevators
(This does not apply to Limited Use LULA elevators, Part V elevators, any other type of elevator or platform lift)

This information was originally compiled in 1999 by Larry Swaziek, then Program Manager for the Elevator Safety Program and updated
on 2-11-00. This chart is the same information in another form. This chart assumes that the elevator is new and must be equipped with Fire-
Fighter's Service. Only elevators that travel less than 6’-8” and do not penetrate a floor are allowed to be installed without Fire-Fighter’s Service.

IF THE BUILDING AND ELEVATOR ARE LIKE THIS THEN THESE ARE REQUIRED
Heat detector(s) |Smoke
Building sprinkler system Hoistway Elevator Sprinkler(s) |or detector(s)
required flow switch(es) [|required
required (Note 1)
See NFPA 13, NFPA 13R and See Bldg. Code See Comm 18
Building Code Comm 50 -64 Comm50-64  |and ASME A17.1|56€ NFPA13/R| See NFPA72 | See NFPA 72
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